MATERIALS OF PIPING SYSTEM

SERVICE MATERIAL STANDARD

COLD WATER PIPE

Main riser pipes and Distribution Pipes Polypropyler Random Copolymer Pipe (PP—R) PN20 SDR6&

Underfround Pipes High Density Polyethylene (HDPE)| PN 10

Vaive ANSI 150
SOIL , WASTE , VENT WATER PIPE

Riser soil & waste & vent pipes PVC. Class 8.5

Distribution Soil & waste & vent pipes PVC. Closs 8.5

Underground Soil & waste & vent pipes High Density Polyethylene (HDPE)| PN 8.3
RAIN WATER PIPE

Rain leader Galvanized Steel Pipes Class B

Underground rain pipes High Density Polyethylene (HDPE)| PN 6.3
FIRE FIGHTING SYSTEM

Indoor and above ground pipes Black Steel Pipe Seam Sch.40

Underground pipes High Density Polyethylene (HDPE)| PN 16

Drain Pipe Galvanized Steel Pipes Class B

SIZES OF SERVICE PIPES

10 SANITARY APPLIANCES

(WHEN NOT INDICATED IN THE DRAWINGS)

APPLIANCE WATER SUPPLY, ” WASTE DRAIN, ” VENT, ”
WATER CLOSET 1 4 2
(FLUSH VALVE)

URINAL 3/4 2 11/2
LAVATORY 1/2 2 1.1/2
SINK 1/2 2 11/2
BATHTUB 1/2 2 -
SHOWER 1/2 2 —~
FLOOR DRAIN - 2 -
HOSE BIBB 1/2 - -

FIRE PROTECTION EQUIPMENT SCHEDULE
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EQUIPMENT

DESCRIPTION

1) PORTABLE DRY

MULTIPURPOSE " 6A 20BC " TYPE DRY CHEMICAL 10 Ibs.

CHEMICAL FIRE

CAPACITY TIS STANDARD
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2) FIRE DEPARTMENT

TWO ¢2 1/2" BORE INLETS AND ONE #4" BORE QUTLET WITH

CONNECTION

BUILT=IN CHECK VALVE, WORKING PRESSURE RATING NOT

LESS THAN 150 psi, UL LISTED, WITH QUICK—~COUPLING

TYPE INLETS MATCHING WITH THE LOCAL FIRE DEPARTMENT
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IN COMING HOSE, INLETS SHALL HAVE CAPS AND CHAINS.

3) HOSE VALVE

ANGLE OR GATE TYPE VALVE WITH @1 1/2" OR 82 1/2" BORE QUTLET,
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WITHSTANDS A WORKING PRESSURE OF NOT LESS THAN

300 psi, UL LISTED, WITH QUICK—COUPLING TYPE OUTLET

MATCHING WITH THE LOCAL FIRE DEPARTMENT FIRE HOSE.
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4) HOSE REEL

SHALL BE #1" BORE AND 30 m. LONG TEXTILE-REINFORCED

RUBBER HOSE WITH RUBBER OR THERMOPLASTICS COVER,

DESIGN WORKING PRESSURE NOT LESS THAN 15 bars
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(WITHWHICH PROOF AND BURST TEST PRESSURE SHALL

NOT BE LESS THAN 24 bars and 48 bars respectively) SHALL

BE CONFORMED TO BS 3168 AND BS 5274 SHALL BE

SUPPLIED WITH:
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1. ADJUSTABLE NOZZLE

2. MANUAL SHUT-OFF VALVE

3. BRASS AXLE AND STEEL SUPPORT & MOUNTING ASSEMBLY
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8) SPRINKLER HEAD

CHROME PLATED BRASS BODY GLASS BULB TYPE, UL LISTED OR
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F.M. APPROVED, ORDINARY HAZARD CLASS
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PENDANT HEAD WITH CHROME PLATED ADJUSTABLE

RECESSED ESCUTCHEON FOR SPACE BELOW CEILING. UPRIGHT

FOR SPACE WITHOUT CEILING AND WHERE SPECIFIED.

TEMP. RATING SHALL BE 68 "C FOR GENERAL AREA & 93°C
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RAIN LEADER WATER SYMMETRIC DIAGRAM
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SCHEDULE OF AIR CONDITIONING B
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UNIT NO Location Service Q1Y TYPE BT&{‘ \ SizZi a(mc | PRY SIZE | s UPPLY ﬂﬂﬁﬂm%‘ﬂ?gﬁqalﬂq 1 9
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— P o \ 1\( p— /. 200 — 35 - 220/50/1 AIANITNANE N EUNINEAEIGFT LT
AT ] wAlusnil fARENIN 8 AREINALS A 1lyusiil
2ND FLOOR ‘ \ // 7 v ;
v " NANNTENTNHASAILINABDN
Fcu/cou-2 umv‘v’nwﬁnmumu‘@ CE 30,000 5/8" 3/8" 1 220/50/1
FCU/CDU-3 A T 1 CE 24,200 5/8" 3/8" " 220/50/1 Hegey Balanmmay’
gontleeinssu
wefiud anqule  d-an2277
gWely nesifug  n-dn22038
gonilmanssuniely
SCHEDULE OF VENTILATION ned  flaod  A-aun7s
) , AIR FLOW ROOF FLOOR 3 S
UNIT NO Location Service QTY TYPE FAN MOTOR |STARTER TYPE| POWER SUPPLY Qﬂ@ﬂﬁ‘iﬂiﬂﬁ‘ﬂﬂ?’]\ﬁ
(CFM) FCU-3 FCU-2 ,
MIYRUA  BNTTUUN NRLI173
1ST FLOCR T
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CL = CEILING TYPE
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CEILING EXHAUST

FAN

Air Conditionning Ceiling Suspended Type

ELECTRICAL CONDUIT

— ELECTRICAL JUNCTION
WITH RECEPTACLE OUT

BOX
LET

& SOCKET TYPE FUSE.

[~——HANGER ROD GALVANIZED

OR PAINTED (SEE SPEC.)

CABLE CORB

CEILING TILE

FAN

| A
e

QASING

- | T
;/—NON CORROSIVE NUT & WASHER

OUTLET GRAVITY DAMPER

FLEXIBLE ROUND DUCT

STAINLESS STEEL BAND CLAMP
WITH ADJUSTABLE SCREW

-

SAARANEAAEN

FAN COVER
COVER KNOB

(]
(]
]
(]
7]

N—FAN COVER

COVER KNCB

IQUID PIPE

ONTROL 3x1.5 sq.mm.VCT

AS PIPE W/INSULATION 3/4"

SECTION A — A

YFlexible wianswAsay PVC

FAN COIL UNIT

CONDENSING UNIT

SAFETY SWITCH

2x4/2.5G sq.mmTHW.IN®1/2"IMC.
2x6 /4G sq.mmTHW.INg1/2"IMC.

DETAIL INSTALLATION
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